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PART 1 - GENERAL

1.1  SUBMITTALS

Submit the following in accordance with Section 01330, "Submittal Procedures."

1.1.1  SD-18 Records

a.  As- built drawings

b.  Operations and Maintenance manuals

1.1.2  SD-19 Operation and Maintenance Manuals

a.  Equipment/product warranty list

Submit Data Package 1 in accordance with Section 01781, "Operation and Maintenance Data."

1.2  PROJECT RECORD DOCUMENTS

1.2.1  As-Built Drawings

Contractor shall survey the horizontal and vertical location of all underground utilities to within 0.1 feet
relative to the FLETC, Artesia datum.  All pipe utilities shall be surveyed at each fitting and every 100 LF
of run length.  Electrical and communication ductbank, direct buried conduit, and direct buried conductor
shall be surveyed every 100 LF and at each change of direction.  Locations and elevations shall be
recorded on the Record Drawings.  Submit drawings with QC certification.

1.3  EQUIPMENT/PRODUCT WARRANTIES

1.3.1  Equipment/Product Warranty List

Furnish to the Contracting Officer a bound and indexed notebook containing written warranties for
equipment/products furnished under the contract, and prepare a complete listing of such
equipment/products.  The equipment/products list shall state the specification section applicable to the
equipment/product, duration of the warranty therefor, start date of the warranty, ending date of the
warranty, and the point of contact for fulfillment of the warranty.  The warranty period shall begin on the
same date as project acceptance and shall continue for the full product warranty period.  Execute the full
list and deliver to the Contracting Officer prior to final acceptance of the facility.

1.3.2  Equipment Warranty Tags and Guarantor's Local Representative

Furnish with each warranty the name, address, and telephone number of the guarantor's representative
nearest to the location where the equipment and appliances are installed.  The guarantor's representative,
upon request of the station representative, shall honor the warranty during the warranty period, and shall
provide the services prescribed by the terms of the warranty.  At the time of installation, tag each item of
warranted equipment with a durable, oil- and water- resistant tag approved by the Contracting Officer.
Attach tag with copper wire and spray with a clear silicone waterproof coating.  Leave the date of
acceptance and QC's signature blank until project is accepted for beneficial occupancy.  Tag shall show
the following information:
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EQUIPMENT/ PRODUCT WARRANTY TAG

Type of Equipment/ Product ____________________
Warranty Period __________ From __________ To __________
Contract No. ____________________
Inspector's Signature _____________________ Date Accepted ____________

Construction Contractor:
Name: ____________________
Address: _______________________
Telephone: _______________________

Warranty Contact: __________________
Name: ____________________
Address: ________________________
Telephone: ________________________

1.4  CLEANUP

Leave premises "broom clean."  Clean interior and exterior glass surfaces exposed to view; remove
temporary labels, stains and foreign substances; polish transparent and glossy surfaces; vacuum carpeted
and soft surfaces.  Clean equipment and fixtures to a sanitary condition.  Clean filters of operating
equipment.  Clean debris from roofs, gutters, downspouts and drainage systems.  Sweep paved areas and
rake clean landscaped areas.  Remove waste and surplus materials, rubbish and construction facilities
from the site.

PART 2 - PRODUCTS

Not used.

PART 3 - EXECUTION

Not used.

END OF SECTION


